o STACEACE GRAPHIC
MAP
ENCLOSURE

Installation Instructions

Installation environment:
INDOOR DRY

Installation Procedure

* Remove from packaging and open box.
-@ * Un-lock and ppen door with included keys.
* Use 4 #8 screws to install.
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Priority Indication plate 9

Magnets to hold additional
documentation and information
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o STACEACE AL ARM AND
PRIORITY
LIST

EMERGENCY COMMUNICATION
PRIORITY and REMOTE LIST

Slide Dot to the right to indicate High Priority e Mounts inside of GraphiC |V|ap Enclosure

PRIORITY ECS REMOTE LOCATION: P/N: SSU00123

* List all remotes in emergency communication
system in space provided.

* magnetic indicators should be organized as
shown in a normal condition.

* In an emergency, locations with a high priority
may be indicated.

* Label all non used appropriately and remove
magnetic indicator.

* Add as many plates as necessary for
system size.
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P/N: SMLIST10




